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PROVIDE DOUBLE WALL INSULATED BLANK OFF PANELS FOR UNUSED PORTION OF LOUVER.

PROVIDE BIRD SCREEN FOR LOUVER.

4'-6"H x 16'-0"W x 3'D OUTDOOR AIR PLENUM.

4'-0"H x 11'-4"W x 3'D RELIEF AIR PLENUM.

PROVIDE 4" HIGH HOUSE KEEPING PAD.  SEE ARCHITECTURAL PLANS FOR DETAIL.

FUTURE SECONDARY HEATING WATER PUMP AND VFD.

VFD'S FOR CHWP-01 AND 02.

FUTURE CHILLED WATER PUMP AND VFD.

KEY NOTES:

1

2

3

4

5

6

7

8

SWS AND SWR PIPING DOWN.  ROUTE BELOW SLAB AND EXTERIOR FOUNDATION WALL
FOOTING.  SEE CIVIL UTILITY PLAN FOR CONTINUATION.

ROUTE DRAIN TO NEAREST FLOOR DRAIN.

FUTURE HEAT PUMP.

FUTURE PUMP.  PROVIDE VALVED AND CAPPED TAKE-OFFS (INLET AND OUTLET) FOR
CONNECTION TO FUTURE PUMP.

FUTURE HEAT EXCHANGER, HX-02, WILL BE MOUNTED BELOW HX-01.  EXTEND STEAM LINE
PAST HX-01 AND VALVE AND CAP FOR FUTURE CONNECTION TO HX-02.

VALVE AND CAP FOR FUTURE SECOND FLOOR EXPANSION.

PROVIDE VALVED AND CAPPED 6" 15#STM, 5" HWS, AND 5" HWR FOR FUTURE HEAT
EXCHANGER (HX-02).

FUTURE WATER HEATER.  PROVIDE VALVED AND CAPPED TAKE-OFFS (STEAM AND
CONDENSATE) FOR CONNECTION TO FUTURE WATER HEATER.

KEY NOTES:
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I hereby certify that this plan, specification or report was prepared by

me or under my direct supervision and that I am a duly licensed

Engineer under the laws of the State of Minnesota.
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